State of Rhode Island
Department of Administration / Division of Puzchases
One Capitol Hill, Providence, Rhode Island 02908-5855
Tel: (401) 574-8100 Fax: (401) 574-8387

ADDENDUM # 1

RFQ #7243880 TITLE: FIRE ALARM/ SPRINKLER TESTING AND
INSPECTION — ATTORNEY GENERAL’S
OFFICE

OPENING DATE AND TIME: 28-MAY-2009 10:30:00

ADDENDUM 1 IS ISSUED TO LIST THE NAMES OF ATTENDEES AT THE
MANDATORY PRE-BID MEETING OF MAY 8, 2009 AND RESPOND TO QUESTIONS
POSED BY ATTENDEES
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Bid#_ 7243880

PIOJect Name: QUARTERLY INSPECTIONS AND TESTING OF FIRE
ALARM/SPRINKLER SYSTEMS RIATTORNEY GENERAL’S OFFICE
_Date: MAY-8-09  10:00 AM
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FURTHER INFORMATION RELATING TO RFQ 7243880
There is not a fire pump

The PIV valve is located in the front North corner of the building

The winning contractor must perform the testing for both the fire alarm and
sprinkler systems and cannot use a sub contractor to perform the work. In the
event that there is a problem with the Simplex panel and the manufacturer
needs to be brought in, the Manufacturer of the panel is not considered a sub
contractor. Upon receiving the award the contractor must supply the Agency with
a complete list of employees that will be working at the facility. Contractor will
ensure that the list is current and that the names of any new employees are
provided to the agency 72 hours in advance of that employee working at the
facility. Contractor must inform the agency of any employees that have been
terminated immediately so they can be removed from the list.
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